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Abstract: Reliable production of freshwater and energy is vital for tackling two of the most crit-
ical issues the world is facing today: climate change and sustainable development. In this light,
a comprehensive review is performed on the foremost renewable energy-driven polygeneration
systems for freshwater production using thermal and membrane desalination. Thus, this review is
designed to outline the latest developments on integrated polygeneration and desalination systems
based on multi-stage flash (MSF), multi-effect distillation (MED), humidification-dehumidification
(HDH), and reverse osmosis (RO) technologies. Special attention is paid to innovative approaches for
modelling, design, simulation, and optimization to improve energy, exergy, and thermo-economic
performance of decentralized polygeneration plants accounting for electricity, space heating and cool-
ing, domestic hot water, and freshwater production, among others. Different integrated renewable
energy-driven polygeneration and desalination systems are investigated, including those assisted
by solar, biomass, geothermal, ocean, wind, and hybrid renewable energy sources. In addition,
recent literature applying energy, exergy, exergoeconomic, and exergoenvironmental analysis is
reviewed to establish a comparison between a range of integrated renewable-driven polygeneration
and desalination systems.
Keywords: energy and exergy analysis; exergoeconomic analysis; exergoenvironmental analysis;
economic analysis; renewable energy; sustainable development
1. Introduction
Global energy and freshwater demands have risen hand-in-hand with population
growth and economic development over the past decades. According to the International
Energy Agency (IEA), significant progress has been achieved worldwide in increasing elec-
tricity access towards meeting the targets by 2030 [1]. Accordingly, the world’s population
lacking electricity access decreased from 1.2 billion in 2010 to 789 million in 2018 [2]. How-
ever, upholding this electrification rate will be challenging in the upcoming years due to the
deficient distribution infrastructure and the difficulty of reaching isolated communities [3].
The implementation of decentralized polygeneration systems can be a suitable solution not
only to address ever-increasing energy demands, but also to provide electricity to remote
areas without requiring substantial investments in distribution infrastructures [3,4]. As far
as water scarcity issue is concerned, integrating desalination technologies to conventional
polygeneration systems can be considered for meeting freshwater demands, particularly in
highly water-stressed countries. In this light, the most promising alternatives include the
integration of the thermal and membrane desalination technologies such as multi-stage
flash (MSF), multi-effect distillation (MED), humidification-dehumidification (HDH), and
reverse osmosis (RO). Still, the urgency of achieving climate mitigation goals requires a
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considerable increase of renewable energy shares in energy systems. Integrated renewable
energy-driven polygeneration and desalination systems allow for mixing different renew-
able energy resources (e.g., solar, biomass, geothermal, ocean, and wind), while producing
several useful energy services (including electricity, space heating and cooling, domes-
tic hot water) and materials (freshwater, biofuels, synthetic fuels, and other chemicals).
Figure 1 shows main inputs and outputs of typical polygeneration systems.
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s ari f e i e t between different processes, resulting in significant energy, costs, and
environmental savings [5]. Nevertheless, the design and optimization of integrated renew-
able energy-driven polygeneration and desalination systems is a very complex endeavor,
which requires advanced energy, exergy and thermo-economic-based tools to reliably im-
prove the overall system perfor ance. Within this framework, this review is designed to
outline the latest developments on the modelling, design, simulation, and optimization
of integrated renewable energy-driven polygeneration systems for sustainable desalina-
tion. Special attention is paid to the most innovative approaches focused on enhancing
energy, exergy, and thermo-economic performance of decentralized polygeneration plants
accounting for electricity, space heating and cooling, domestic hot water, and freshwater
production, among others. Furthermore, recent literature applying energy, exergy, exergoe-
conomic, and exergoenvironmental analysis is reviewed to establish a comparison between
a range of renewable-driven polygeneration systems.
This review is structured as follows. The most important thermal and membrane
desalination technologies are presented in Section 2. Section 3 outlines the renewable
energy resources used in polygeneration systems. The energy, exergy, and thermo-economic
methodologies of analysis used in the literature are addressed in Section 4, while the latest
works on renewable energy-driven polygeneration systems are discussed in Section 5.
Finally, the major remarks and conclusions are summarized in Section 6.
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2. Thermal and Membrane Desalination Technologies
Although the most crucial resource for sustaining life is water, accessible freshwater
resources for human consumption are limited, consisting of only 0.75% of the Earth’s
available water. Approximately 97% of the global water resources is found as saline water
in the oceans. A recent report from the United Nations [6] estimates that more than 2 billion
people are currently living in highly water-stressed countries. It also highlights that around
700 million people in the world could be affected by 2030, if current degradation rates and
unsustainable pressures continue to be exerted on natural water resources. The higher
water-stressed countries are mainly located in Western Asia, Northern Africa, and Southern
and Central Asia [7]. Drinking water from both surface and groundwater sources have
been increasingly depleted over last decades, mainly due to the agricultural intensification,
industrial production, urbanization, inadequate management, over-exploitation, pollution,
and climate change [7,8]. Nevertheless, freshwater can be produced from the widely
existing saline water through thermal and membrane desalination technologies as a viable
solution to the water scarcity problem.
The global water demand is presently about 12.6 billion cubic meters per day, while
the projections indicate an increase of 20% to 30% by 2050 [8]. Still, the world’s current
capacity for desalination is about 95 million cubic meters per day, which is twice the
capacity of 44.1 million cubic meters per day in 2006 [9]. Seawater desalination (SWD)
and brackish water desalination (BWD) account for 61% and 21% of global desalination
capacity, respectively [10]. The desalination technologies can be categorized based on
the feedwater (SWD or BWD), and the nature of the energy source utilized for driving
the process (thermal, mechanical, or electrical) [11]. In line with the applied separation
procedure, desalination technologies are also classified into thermal (phase-change based
on evaporation and condensation phenomena) and membrane-based (non-phase change)
separation processes. The most common thermal-driven technologies for SWD and BWD
include MED, MSF, HDH, thermal vapor compression (TVC), and mechanical vapor
compression (MVC) [12]. On the other hand, RO is a membrane-based technology with
great importance in the global desalination market [13]. After the 1980s, the thermal-driven
MSF and MED technologies have held a dominate market position accounting for about
84% of the global desalination capacity. However, this capacity has dropped to 50% by
2000 and 25% in 2019, of which 18% was related to MSF and 7% to MED. In 2019, the
remaining 75% of the global desalination market was occupied by membrane-based RO
desalination [14]. Figure 2 exhibits main thermal-driven desalination processes in which
the utilization of waste heat is a remarkable benefit.
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Thermal desalination is the most appropriate method for treating feedwater with
high-salinity and temperature. Thermal desalination techniques are widely applied in
the Middle East area due to its lower energy cost [15]. Nonetheless, major limitations
for the broad implementation of important thermal and membrane-based desalination
technologies are mostly related to their high thermal and electrical energy requirements, as
well as the associated environmental impacts. For instance, RO needs large amounts of
electricity to attain the high pressure conditions (55–82 bar) required for the SWD [16,17].
Several factors can affect the process recovery rate (i.e., freshwater production rate) such as
the feedwater source, applied desalination technology, and other considerations for system
design and configuration [18]. Thermal and membrane-based SWD have recovery rates of
about 30% and 50%, respectively [15]. Yet, recovery rates can be as high as 75% to 90% for
BWD by using membrane-based RO desalination [19]. The specific energy consumption,
which is defined as the amount of energy per cubic meter of produced water, is up to
3.5 kWh-elec and 12 kWh-therm for MSF operating at >110 ◦C, and around 3.5 kWh-elec
for RO [13]. The specific electrical and thermal energy consumption are 1.5 kWh-elec and
6 kWh-therm for MED operating at <70 ◦C [20].
The efficiency of thermal desalination systems can be described by the gain output
ratio (GOR), defined as the freshwater production relative to the amount of steam consumed
in the process [21]. Hence, the GOR is used to identify better opportunities in terms of
capital and operating costs of different desalination units. Systems with greater GOR
values present higher capital costs. However, they consume lower energy amounts and,
therefore, have lower operating expenses. Thus, higher GOR values are usually considered
in areas with high water demands. Systems with lower GOR values should be considered
when the availability of low-value thermal energy is abundant [21].
Waste heat (WH) is known as a sustainable energy source with considerable capacity
given that about half of the energy consumption in the world is currently wasted as WH [22].
Numerous processes that need thermal stimulation have used WH as a source of thermal
energy [23]. The WH reclamation in a process can reduce the total energy consumption
and, as a result, environmental impacts. In general, major WH sources in industries are
liquid streams, steam, process gases and vapors, in addition to flue gases at temperature
ranges of 50 to 300 ◦C, 100 to 250 ◦C, 80 to 500 ◦C, and 15 to 800 ◦C, respectively [23]. The
WH is usually dissipated during the process as high-, medium-, or low-grade waste heat
based on the temperature levels of >400 ◦C, 100–400 ◦C, and <100 ◦C, respectively [24].
One of the beneficial energy sources for desalination is the WH resulting from natural
gas-compressor station (NG-CS). Approximately 60% of the energy input to compressor
stations in the U.S. is wasted in the form of hot flue gases, which corresponds to an average
of 610 TJ/d available from NG-CS at temperatures above 645 K [25,26]. Furthermore,
low-grade heat can stimulate low-temperature boiling and evaporation, such as MED,
HDH, and adsorption desalination (AD) [27].
There are many efforts toward decreasing the dependence of various industries on
conventional fossil fuel energy due to climate change, global warming, and other environ-
mental influences. In the desalination-related literature, several authors have attempted
to employ renewable energy sources for powering distinct thermal and membrane pro-
cesses [28]. Nevertheless, the intermittent nature of renewable energy production poses
specific challenges on the system design and operation, particularly in terms of meeting
the energy demands of the integrated system. For this reason, renewable energy-driven
desalination usually requires applying energy storage for securing the supply of energy
during downtime [29].
2.1. Multi-Stage Flash
Nowadays, MSF technology is being used in about 11% of the desalination plants
throughout the world [30]. Once through (OT) and brine recirculation (BR) are the most
common design configurations developed for MSF [31]. Although the first MSF plant
configuration was based on the former configuration (MSF-OT), MSF-BR has become more
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dominating because of lower operating expenses and fewer corrosion problems at large
scales [32]. Currently, the situation has changed, and the progress in the field of corrosion
protection and access to cost-effective anti-scalants have contributed to raise the number of
MSF-OT plants worldwide [33].
The MSF-OT configuration is composed of two main parts, namely the brine heater
(heat input) and flashing stages (heat recovery). First, saline feedwater is preheated by
flowing through a set of tubes for heat exchange before entering the brine heater. In the
latter, feedwater is heated utilizing the thermal energy resulting from low-pressure bleed
steam (1–3 bars). It continues until the temperature reaches 90–110 ◦C, referred to as the
top brine temperature (TBT) [34]. Afterwards, the previously heated saline water is led to
the first stage in which the inner pressure of the brine heater is higher than the ambient
pressure. The pressure decline results in saline water flashing. In this step, the flashing
vapor condenses on the heat exchanger tubes, losing latent heat of condensation to the
saline feedwater flowing inside the tubes. While distillate water is collected on a tray, the
remaining saline water goes to the next step with lower pressure. The same procedure takes
place repeatedly until the brine reaches the final stage and is discharged. Internal energy
recovery could be increased by elevating the number of flashing stages [35]. The number
of stages in a regular MSF desalination facility with capacity of 50,000 to 70,000 m3/day
ranges from 18 to 25 [36].
The lack of a system for controlling the inlet seawater temperature that alters in differ-
ent seasons throughout the year is a major drawback for the MSF-OT configuration [37].
The elevated temperature of feedwater may reduce the total temperature difference (TTD).
Moreover, a decline in the difference between the TBT and the temperature of inlet saline
feedwater can decrease the production of freshwater in the plant [38]. The MSF-BR is bene-
ficial for enhanced control over the feedwater temperature. This setting is composed of two
sections, namely heat recovery and heat rejection. Heat recovery is similar to the MSF-OT
flashing steps, in which the condensation latent energy is recovered. In the MSF-BR system,
the inlet is the brine recycled from the final stage of the heat rejection part. The latent
energy of formed vapors is absorbed by cooling SW and feed SW in this section, followed
by the rejection of cooling SW back to the sea [39]. Intake SW volume and the steam needed
for evaporation are diminished by brine recycle [35].
In a typical MSF configuration with a capacity of 50,000 to 70,000 m3/day, the ther-
mal energy demand varies from 190 MJ/m3 (GOR = 12) to 282 MJ/m3 (GOR = 8). The
corresponding electrical energy consumed is equal to 15.83 kWh/m3 and 23.5 kWh/m3 by
considering a power plant efficiency of 30% [17,40]. In addition, the MSF plant requires 2.5
to 5 kWh/m3 of electrical energy for pumping [40]. As a result, the total equivalent energy
used by a standard MSF unit ranges from 18.3 to 28.5 kWh/m3 [40]. In order to develop
new approaches for improving the process efficiency and decreasing energy requirements,
it is necessary to understand energy usage and influential variables in MSF desalination.
Numerous factors can affect the energy consumption in MSF, including the temperature
difference between the heat source and heat sink, feedwater salinity in the flashing stages,
geometrical configuration of flashing stages, construction materials, number of flashing
stages, and heat exchanger area, among others [17]. Hence, the energy consumption of
an MSF desalination plant can be decreased by adding flashing stages, and increasing the
heat transfer area and the GOR [17]. Furthermore, scaling and fouling formation plays
a remarkable role for affecting energy consumption and efficiency of MSF desalination.
Deposits can be formed at high temperatures due to the presence of various types of salts,
such as magnesium hydroxide, calcium carbonate, and non-alkaline scales [34]. Therefore,
heat exchange is plugged by these deposits, leading to lower heat transfer rate and heat
transfer efficiency. Consequently, scaling can also increase the operating costs [41]. In the
next paragraphs, a discussion is presented on how changes in operating conditions and
system configurations can influence process energy efficiency.
The TBT, defined as the temperature of saline feedwater before entering the flashing
steps, is among the most critical operating parameters in MSF desalination. Higher TBTs
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can increase the flash range, which leads to a higher freshwater production rate and
enhanced energy performance [35]. Hanshik et al. [38] have investigated the impact of TBT
augmentation on MSF-OT plant performance. The authors have performed theoretical
calculations under the assumption of ideal conditions. Their results show that, although
the TBT elevation increases the total energy consumption, less energy is needed for the
production of one unit of freshwater. This is due to higher freshwater production rates
achieved in the proposed process. Their results also reveal that process costs can be reduced
by rising the TBT. However, they conclude that scaling-related problems can limit the MSF
plant extension by the TBT elevation approach.
Some changes in the plant configuration may also enhance the energy efficiency of the
MSF desalination process. In this regard, Hamahmy et al. [42] have assessed a modification
of an MSF-OT setting named brine extraction. In this process, part of the cooling brine
is extracted from upper parts of the system and then, directly reinjected into flashing
chambers of the down stages. This system modification demands extra piping since the
extracted brine is not preheated before reinjection. While their modelling approach allows
investigating single and multiple-point extractions of brine, the results show that the former
is more suitable due to relative configuration simplicity and improved performance. Still,
the energy consumption in MSF can be greatly affected by the arrangement of the heat
exchanger tubes. Applying a long-tube arrangement instead of a cross-flow one can assist
in saving the power required by the SW supply pump. This is owed to the pressure drop
in the heat exchanger tubes. However, most of the commercial MSF plants are based on a
cross-flow configuration [43]. The use of long-tube arrangement is limited because of its
higher leakage probability and space constraints, since tubes with several hundred meters
might be required under this configuration [38].
MSF is a very mature desalination technology that has been utilized since the 1960s [44].
Studies on the enhancement of MSF process energy efficiency still concentrate on opti-
mizing operating conditions or modifying process configurations. Nonetheless, these
enhancements are mostly evaluated via modelling approaches or theoretical energy cal-
culations, which are not sufficient for assessing the energy performance of real systems.
Therefore, advanced approaches based on both energy and irreversible thermodynamic
losses are required to more accurately evaluate the effects of these improvements on optimal
system performance.
2.2. Multi-Effect Distillation
MED is one of the oldest desalination technologies and had significant scaling issues
in the initial development stages. In the 1960s, MSF replaced MED due to its ability to
present fewer scaling issues [44]. On the other hand, MED usually presents lower thermal
energy demands than MSF [45]. This is because the water boiling in MSF needs elevated
amounts of high-temperature steam at TBT close to 100 ◦C. In contrast, the water boiling
in MED occurs at the lower temperatures of 70 to 90 ◦C since the operating pressure is
lower than the atmospheric pressure [21]. As a result, MED uses less steam than MSF for
producing the same volume of freshwater [35].
MED technology mainly consists of a condenser and multiple distillation effects.
In summary, saline feedwater is firstly preheated in the condenser tubes. Then, warm
feedwater usually flows to the multiple effects in equal proportions. In each distillation
effect, saline feedwater is sprayed onto the outer surface of evaporator tubes. In the first
effect, the water sprayed onto the evaporator tubes absorbs heat from the low-pressure
steam in the tubes and vaporizes. Steam is condensed by losing energy to the saline water.
Vapor resulting from feedwater evaporation is used as the energy source to the successive
effects, while the vapor from the last effect is utilized to preheat saline feedwater in the
condenser. Thus, the vapor is condensed yielding to freshwater [36]. In MED, the external
steam is exclusively supplied in the first stage, whereas in the remaining ones the energy
removed by cooling is used as an energy source for heating subsequent effects. This is
carried out by decreasing the pressure in each successive stage.
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The amount of freshwater produced in the MED process has a direct relationship with
the number of effects. In this way, freshwater production rates increase as the number
of effects is augmented in the process. Nevertheless, the number of effects is controlled
by the minimum allowable temperature difference between successive effects, along with
the total temperature range available in the process [21,46]. The number of effects in
MED usually ranges from 4 to 21, which is dependent on the heat source and top brine
temperatures (typically around 70 to 90 ◦C) in the first effect [17,21]. Similarly to MSF,
MED also requires thermal (low-temperature heat for evaporation) and electrical energy
(electricity for pumps) sources. Typical MED plants with a capacity of 600 to 30,000 m3/day
consume about 145 MJ/m3 (GOR = 16) to 230 MJ/m3 (GOR = 10) of thermal energy. In
these plants, the corresponding electrical energy ranges from 12.2 to 19.1 kWh-elec/m3
based on power plant efficiencies of 30% [17]. Furthermore, 2 to 2.5 kWh/m3 of electrical
energy is used in MED for pumping. Therefore, the total specific energy consumption in
a typical MED plant ranges from 14.45 to 21.35 kWh-elec/m3 [17]. The specific energy
consumption of MED is affected by the same factors as MSF. Thus, the MED performance
is influenced by changes in operating conditions and system configuration, including the
flow arrangement of the feedwater and vapor.
In MED, feedwater is supplied to the effects as three different configurations, namely
forward feed, backward feed, and parallel feed [47]. The flow direction of brine and vapors
is the major difference between these arrangements. In the forward feed scheme, all the
feedwater is heated in the first effect resulting in a vapor, which is used to heat the next
effects. In this case, flows of feed and vapor are in the same direction. In the backward
feed scheme, saline feedwater and vapor follow opposing directions and enter the low-
temperature end high-temperature effects, respectively. As a result, the high-salinity water
is in contact with the high-temperature effect. The brine flows from the high-pressure
effect towards the low-pressure one. Therefore, additional pumping is required between
the steps in this arrangement. Moreover, the setting is vulnerable to severe scaling. Al-
Mutaz and Wazeer [48] have performed a parametric study on diverse MED arrangements
via mathematical modelling approaches. The authors have investigated the impact of a
variety of parameters on MED performance. Their results demonstrate that the specific
heat transfer area increases with the number of effects in all configurations. This is because
an increase in the number of effects diminishes the temperature drop per effect, when
the total temperature of the process is constant. Consequently, more heat transfer area is
needed for keeping water production at a determined level.
A limitation of MED technology is related to the need for sizeable specific heat transfer
areas in comparison with MSF [21]. Morin [49] has demonstrated that MED requires
almost double of the heat transfer area needed by a similar MSF system. The heat transfer
area can be reduced in MED plants by operating at higher TBT. This is because lower
temperatures are associated with smaller heat transfer coefficients. Although MSF is
the most frequent thermal technology throughout the world, it generally requires more
energy and higher capital costs when compared to MED. The integration of MED with
a solar power plant is promising, and several authors have focused on solar-assisted
MED systems [50]. Solar-driven MED technology has been increasingly popular in the
Arab states of the Persian Gulf [51] due to the abundance of solar energy in these regions.
Furthermore, MED can operate at low temperatures, making it suitable for utilization with
low-temperature sources, including geothermal energy and WH [52]. The coupling of
MED with TVC or MVC can improve the energy performance and capacity of the process.
Currently, the capacity of commercial MED-TVC and MED-MVC plants are 70,000 to 80,000
and <10,000 ton/d, respectively. Combining MED with TVC and MVC can reduce the
consumption of thermal energy by taking advantage of the vapor from the last effect [53].
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Several authors claim that the implementation of MSF will continue to grow and
develop in the future [54]. Some other authors believe that the number of MED plants will
increase over time, while the installed capacity of MSF will remain high [55]. Although
MED is a suitable technology that presents lower energy demands than MSF, the research
on this area is also mainly focused on improving operational conditions or process configu-
rations via energy calculations based on the first law of thermodynamics. Hence, advanced
approaches combining energy and exergy analyses are needed to more precisely assess the
effects of different process conditions and configurations on the optimal performance of
real MED systems.
2.3. Humidification-Dehumidification
HDH desalination systems are mainly composed of two main components: the hu-
midifier and the dehumidifier units. The schematic diagram of a typical HDH desalination
process is depicted in Figure 3. A variety of energy sources can be used to power the HDH
systems. The HDH process is based on the natural desalination cycle (or rain cycle), in
which the solar energy heats the seawater. In the rain cycle, the evaporation of seawater
to the atmosphere leads to clouds formation followed by rain due to air dehumidification
at elevated sea levels. Thus, HDH is an artificial version of the mentioned cycle [56]. The
air capability for carrying moisture is the principle behind the HDH desalination system.
Hence, the air stream enters the humidifier section and absorbs moisture from saline water.
Then, the freshwater is produced from the humid air in the dehumidifier unit. In this
process, the saline water is diffused into the air stream in the humidifier unit owed to the
difference of water vapor concentration between the air and water vapor interface.




Figure 3. Schematic diagram of a typical humidification-dehumidification (HDH) desalination 
process. 
The diffusion process increases moisture contents in the saturated air, as well as the 
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Figure 3. Sche atic diagram of a typical humidification-dehumidification (HDH) desalination process.
The diffusion process increases moisture contents in the saturated air, as well as
the brine salinity at the discharge of the humidifier unit. The saturated air preheats the
saline feedwater in the dehumidifier section, while freshwater is condensed from the
humid air [56]. There are three different HDH system configurations, namely closed-air
open-water (CAOW), open-air closed-water (OACW), and open-air open-water (OAOW)
cycles. The systems can also be categorized according to the streams being heated in the
process as water-heated-(WH) and air-heated-(AH)-HDH. Considerable research has been
performed towards improving the performance of HDH desalination systems. Thus, a
number of authors have investigated different system configurations and types of humid-
ifier/dehumidifier equipment via either theoretical or experimental approaches [57,58].
In this regard, packed-bed humidifiers are the most common types of humidifiers used
in these stu ies, whereas direct-contact dehumidifiers are the preferable choice due to
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their improved performance [56]. Several works have also focused on improving system
performance by using low-grade heat and renewable energy sources, including biomass,
geothermal, solar photovoltaic, to name but a few. Recently, Xu et al. [59] have shown
that the energy performance of solar-assisted HDH systems can be considerably improved
by increasing the temperature of the saline feedwater (seawater). Faegh et al. [56] have
presented a comprehensive review on HDH desalination systems coupled with power,
refrigeration, and desalination technologies. The authors have highlighted the poten-
tial performance enhancement of HDH systems through their integration with heating
and cooling loads of refrigeration systems, Kalina and Rankine power cycles, and other
desalination technologies such as MED and RO.
2.4. Reverse Osmosis
RO is a membrane-based desalination technology that is well-known as a reliable state-
of-the-art process for producing freshwater from both SWD and BWD. RO desalination is a
non-phase change operation, which is characterized as a pressure-driven process. In the RO
desalination process, the dissolved salts are removed from a high-pressure saline feedwater
stream via a semi-permeable membrane [21]. The flow across the membrane is driven by
a pressure difference between the high-pressure saline feedwater and the low-pressure
distillate. Thus, the water molecules move from the region of high salt concentration to
the low region owed to the osmotic pressure. Consequently, the pressure of the saline
feedwater needs to be increased to a pressure higher than the osmotic one, whereas the
distillate is maintained at near-atmospheric conditions [60]. RO desalination systems are
usually composed of a pre-treatment unit, a high-pressure pump, a membrane unit, and a
turbine or a valve, as depicted in Figure 4 [17,61]. The pre-treatment methods employed
mostly depend on the type and configuration of the membrane, recovery ratio, freshwater
quality requirements, and feedwater characteristics. The major pre-treatment methods
include acid addition, filtration, dichlorination, and coagulation, to name but a few. The
pre-treatment is used to remove contaminants from the feedwater such as bacteria, large,
suspended solids, and colloidal matter that might impair the membrane operation [21].
In addition, cleaning solutions can be used as pre-treatment to avoid fouling and scaling
problems. The high-pressure pump produces the elevated pressures required to drive
the process. The operating pressures of 17 to 27 bars are related to BWD, while SWD
usually requires around 55 to 82 bars for desalination [17]. Some RO systems also include
a post-treatment unit to adjust the pH and remove gases such as hydrogen sulfide [17].
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RO plant capacities can vary from very small sizes of 0.1 m3/day (household appli-
cations) to as large ones as 395,000 m3/day (industrial applications) [17]. The average
energy consumption reported in the literature ranges from 3.7 to 8 kWh/m3 [17]. The
energy consump ion is mainly associated with the electricity needed to drive t high-
pressure pump for the saline feedwater pressurization, along with the energy required
for pre-treatment process. However, the energy consumption required for pumping is
highly dependent on the feedwater salt concentration. In this way, higher amounts of
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energy are required for high-salinity feedwaters as a result of the higher osmotic pressures
required in the process [21]. Therefore, a RO plant for SWD requires large amounts of
energy than one for BWD with the same capacity [46]. A typical RO unit used for SWD
with production capacity of 24,000 m3/day presents an energy consumption ranging from
4 to 6 kWh/m3. Since lower pressures are required for BWD, the electrical energy con-
sumption of a brackish water RO unit varies from 1.5 to 2.5 kWh/m3. [17]. Freshwater
recovery ratios for RO desalination ranges from 25 to 45% for seawater and up to 90% for
brackish water [62]. The separation efficiency of the RO process is severely affected by
membrane scaling and fouling. However, these issues can be reduced or even avoided
by applying effective pre-treatments and using anti-scalants. RO is a mature technology
and considerable research has been performed over the last decades to improve its overall
energy performance. As a result, the energy consumption of the RO technology has been
considerably reduced since the 1970s. A number of factors have contributed to the latter
achievement, including membrane technology development, improvements on pumping
efficiency, and the implementation of energy recovery units [63].
3. Renewable Energy Resources
In recent years, polygeneration and desalination systems based on renewable energy
resources have attracted increasing interest because of its innumerable benefits. The major
advantages of using renewable energy in polygeneration and desalination include reducing
the dependence on fossil fuels and the related carbon emissions. The primary renewable
energy resources are listed as solar, wind, hydropower, biomass, geothermal, and ocean
energy, as depicted in Figure 5. However, the very stochastic and intermittent nature of
renewable energy generation hinders the energy management and practical operation
of renewable energy-based polygeneration and desalination systems (and the integrated
systems combining both). Moreover, it should be observed that not all renewable energy re-
sources are advantageous for all polygeneration or desalination systems. Some renewables
are more beneficial for small-scale plants rather than large-scale ones [64]. Several factors
should be considered while choosing a renewable energy resource, including energy acces-
sibility, local weather conditions, available infrastructure, and governmental regulations.
The use of biomass to produce energy, for instance, can be quite controversial in some
countries, mainly due to its correlation to food production and land-use. Thus, it should
be considered only on sustainable levels that do not impair other societal sectors [65].
Given its abundance throughout the globe, solar energy usage is of particular interest
in integrated polygeneration and desalination systems. Figure 6 shows the most impor-
tant solar energy technologies, auxiliary resources, and possible outputs of solar-driven
polygeneration systems.
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4. Energy, Exergy, and Thermo-Economic Analyses of Integrated Systems
Energy, exergy, and economic aspects are all important to evaluate the performance as
well as to optimize integrated polygeneration and desalination systems [65]. Numerous
approaches have been proposed in the literature for the analysis of cogeneration, polygen-
eration, and desalination systems. These approaches include the thermodynamic modeling,
simulation, and/or optimization of the entire system [66–69]. However, studies centered
only on improving operating conditions or modifying process configurations via theoretical
energy calculations may not suffice to describe the performance of real systems. Instead,
comprehensive thermodynamic investigations should be carried out on the whole system,
including mass, energy, and exergy balances, along with the determination of energy and
exergy efficiencies, and the economic performance assessment.
The first law of thermodynamics provides a suitable estimation of energy demands in
polygeneration and desalination processes [70]. However, the energy demand estimated
theoretically by this law and that from practical settings can be significantly different.
The difference is mainly associated with the irreversible losses of real processes. Hence,
advanced tools able to simultaneously address both the quantity and quality of energy can
offer a more realistic assessment of the required energy consumption. In this way, exergy
analysis can be used for examining the performance of energy systems [71]. Exergy is
defined as the maximum useful work obtained when a system changes from the initial to
the state of equilibrium with the environment [72].
The exergy efficiency characterizes the performance of a system or a component from
a thermodynamic point of view, by computing the ratio of useful work output to the
reversible one. It basically allows to assess the system effectiveness against its performance
under reversible conditions. For this reason, exergy analysis can present a better under-
standing of the energy losses in polygeneration and desalination processes by determining
the sites of irreversible losses [72]. Yet, exergy destruction determination is complicated
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and requires knowledge of the thermodynamics of working fluids. Nevertheless, the appli-
cation of the first and second laws of thermodynamics allied with either environmental or
economic (or both) performance aspects provides a very powerful analysis tool to enhance
integrated polygeneration and desalination systems.
Distinct approaches are available in the pertaining literature for formulating exergy
and energy efficiency in polygeneration and desalination plants [63]. Energy, exergy, and
thermo-economic related performance parameters can also be applied as objective functions
in optimization approaches [73]. In addition, the application of combined energy, exergy,
exergoeconomic, and exergoenvironmental analysis, known as 4E-analysis, allow for better
understanding of the interactions between different systems components. The flowchart
for the energy, exergy, exergoeconomic, and exergoenvironmental (4E) analysis is presented
in Figure 7.
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5. Renewable Energy-Driven Polygeneration Systems
5.1. Integrated olygeneration and SF esalination Syste s
er aard et al. [74] have pr posed a polygeneration system that integrates a
solar-driven gas turbi e to an organic Rankine cycle (ORC), a single-effect absorption
refrigeration system (ARS) wit cold thermal ene gy storage (TES), flash desalination, and
direct sp ce heating. Thus, he outputs of the polygeneration system include space cooli g
and heating, freshw ter, and domestic hot water (DHW). In this system, air is g nera ed
in the gas turbine inlet at a temp rature of 1000 ◦C by three conc ntrated s ar c llectors
with rated concentration ratios of 300, 500, and 800 at the solar ins lation of 800 W/m2.
The authors have con rasted the pr posed polyg neration ystem with a reference
c osed of the same solar ystem with a Kalina power cycle at exergy a d en rgy
efficiencies of 0.29 and 0.275, respectively. Their results reveal that th polyge era ion
system yields to similar exergy and energy effi ncies of 0.27 and 0.284, respectively.
t t exergy and energy efficiencies of both systems are comparable, th solar-assisted
polygeneratio system proposed by th authors offers an additional comm dity production
from a single-heat source for community level or small commercial applications. Hence,
Processes 2021, 9, 210 13 of 29
their system constitutes a more sustainable alternative since it does not require any extra
primary energy resources.
Azhar et al. [75] have studied an integrated renewable energy-driven polygeneration
and desalination system able to simultaneously generate electrical power, space cooling,
industrial heating, and freshwater. The integrated system is powered by a hybrid renewable
energy generation plant composed of ocean thermal energy conversion (OTEC), solar
collectors, and geothermal energy system as a backup for solar energy given its intermittent
nature. Thus, their polygeneration system integrates concentrated solar collectors, steam
turbines, heat exchangers, condenser, cooling tower, steam separator, mixing chamber,
pumps, and expansion valves. In addition, an MSF desalination plant is used to produce
freshwater from seawater, whereas a direct steam generator (DSG) is applied to power
production from solar energy. Their results show that the OTEC system achieves a power
production of 30.49 kW and an energy efficiency of 0.73%, when coupled to the MSF
desalination plant. In addition, the MSF plant produces 18.54 kg/s of freshwater with
51.58% of energy efficiency, while 39.48 MW of thermal energy are provided for industrial
heating by polygeneration.
Sezer and Koç [76] have assessed the performance of an integrated polygeneration
system based on solar, wind, and osmotic power according to the first and second thermody-
namic principles. Their proposed system encompasses concentrated photovoltaic/thermal
(CPVT) panels, TES unit, wind turbines, hydrogen fuel cell and electrolyzer, vapor com-
pression refrigeration (VCR) cycle, pressure retarded osmosis (PRO), and MSF unit for
seawater desalination, as shown in Figure 8. The system is designed to produce several
useful commodities, including electricity, freshwater, hydrogen, oxygen, and refrigeration.
Moreover, the authors have performed a comprehensive parametric study to evaluate
the effects of changing operating and environmental conditions together with other input
parameters on production rates, exergy destruction rates, and energy and exergy effi-
ciencies. After analyzing the integrated system thermodynamically, their results show
overall energy and exergy efficiencies of 73.3% and 30.6%, respectively. In summary, the
authors have successfully established that the production of multiple commodities can be
guaranteed through combining multiple renewable energy resources along with efficient
energy conversion and storage.
Processes 2021, 8, x FOR PEER REVIEW 14 of 31 
 
 
production from a single-heat source for community level or small commercial applica-
tions. Hence, their system constitutes a more sustainable alternative since it does not re-
quire any extra primary energy resources. 
Azhar et al. [75] have studied an integrated renewable energy-driven polygeneration 
and desalination system able to simultaneously generate electrical power, space cooling, 
industrial heating, and freshwater. The integrated system is powered by a hybrid renew-
able energy generatio  plant composed of ocean thermal energy conversion (OTEC), solar 
collectors, and geothermal energy system s  backup for solar energy given its intermit-
tent nature. T us, their polygeneration syst m integrates concentrated solar collectors, 
steam turbines, heat exchangers, condenser, cooling tow r, steam separator, mixing cham-
ber, pumps, and expansion valves. In addition, an MSF desali atio  plant is used to pro-
duce freshwater from sea ater, whereas a direct steam generator (DSG) is ap lied to 
p wer production from solar en rgy. Their resul s show that the OTEC syst m achieves a 
p wer production of 30.49 kW a d an nergy efficiency of 0.73%, when coupled to the 
MSF desalination plant. In addition, the MSF plant produces 18.54 kg/s of freshwater with 
51.58% of energy efficiency, while 39.48 MW of thermal energy are provided for industrial 
heating by polygeneration. 
Sezer and Koç [76] have a se sed the performance of an integrated polygeneration 
system based on solar, wind, and osmotic power according to the first and second ther-
modynamic principles. Their proposed system nc mpasses concentrated p otovol-
taic/thermal (CPVT) panels, TES unit, wind turbi es, hydrogen fuel cell and electrolyzer, 
vapor compression refrigeration (VCR) cycle, pressure retarded osmosis (PRO), and MSF 
unit for seawater desalination, as shown in Figure 8. The system is designed to produce 
several useful commodities, including electricity, freshwater, hydrogen, oxygen, and re-
frigeration. Moreover, the authors have performed a comprehensive parametric study to 
evaluate the effects of changing operating and environmental conditions together with 
other input parameters on production rates, exergy destruction rates, and energy and ex-
ergy efficiencies. After analyzing the integrated system thermodynamically, their results 
show overall energy and exergy efficiencies of 73.3% and 30.6%, respectively. In summary, 
the authors have successfully established that the production of multiple commodities can 
be guaranteed through combining multiple renewable energy resources along with effi-
cient energy conversion and storage. 
 
Figure 8. Schematic diagram of the multigeneration system proposed by Sezer and Koç [76]. CPV, concentrated photovoltaic;
TES, thermal energy storage.
Processes 2021, 9, 210 14 of 29
Luqman et al. [77] have investigated a sustainable decentralized renewable energy-
aided polygeneration system for remote locations via thermodynamic analysis. The inte-
grated system proposed by the authors include the following equipment: concentrated
solar power (CSP), water electrolyzer, food drying system, Rankine cycle, oxy-hydrogen
combustor, domestic water heater, wind turbine, refrigeration unit, hydrogen and oxygen
storage units, and MSF desalination unit. Besides, a TES unit and an oxy-hydrogen combus-
tion unit are incorporated to the system for ensuring continuous plant operation overnight
and under cloudy weather conditions. Hence, their system is able to uninterruptedly
produce electricity, cooling, hydrogen, oxygen, food drying, DHW, and freshwater from
seawater desalination. The results from the reference case demonstrate that under the
installation of parabolic trough concentrators (PTCs) with total area of 111,728 m2, the
integrated system generates ~11.4 MW of net electrical power, ~828 m3/day of freshwater,
920 kg/day of H2, ~36 kg/s of hot air for food drying, ~2.26 MW of cooling, and ~31 kg/s
of DHW. The overall energy and exergy efficiencies of the integrated system are found to
be 50% and 34%, respectively. Furthermore, their results reveal that the energy efficiency is
equal to ~15%, while the exergy efficiency is ~16%, when considering a single generation
plant in which the only output is electrical power. Therefore, their findings highlight the
advantages of implementing integrated renewable energy-driven polygeneration systems
in remote locations.
Recently, Luqman et al. [78] have thermodynamically evaluated a solar-driven poly-
generation system for sustainable desalination. Their proposed system is composed of
solar PTCs that are employed to power the MSF desalination plant. The authors consider
the integration of a PRO system to reduce the salinity of brine discharges from the MSF
unit, as well as to generate additional electrical energy. Moreover, an ORC unit is used
to produce electricity, while recovering the waste heat from desalination. An absorption
cooling system (ACS) is also integrated to the system to provide cooling and recover the
waste heat from the brine. Finally, a TES unit is used for ensuring continuous operation
at nighttime. In their study, the authors have carried out a thorough thermodynamic
analysis via energy, exergy, entropy, and mass balances, and assessment of overall energy
and exergy efficiencies of the system. Their results show that the integrated polygenera-
tion and desalination system produces 583.3 kW of electricity, ~4284 kW of cooling, and
1140 m3/day of freshwater under reference conditions and a total PTCs area of 100,000 m2.
Still, under the designed conditions, the overall system energy and exergy efficiencies
are 34.54% and 14.55%, respectively. Therefore, their findings also emphasize the ability
of decentralized renewable energy-driven polygeneration systems to effectively produce
several commodities for addressing energy and water demands of remote communities.
Luqman and Al-Ansari [79] have proposed a hybrid solar-biomass polygeneration
system to simultaneously provide electricity, freshwater, DHW, space cooling, as well as
cooling for food storage, and hot air for food drying. Their polygeneration system consists
of a Rankine Cycle, a CSP system, an MSF desalination unit, an ACS, and a biomass
combustor. The authors have performed a thermodynamic analysis of the decentralized
system to maximize the outputs production, while improving the system resilience under
distinct weather conditions and day/night operating cycles. Thus, the authors have
developed an integrated thermodynamic model based on energy, exergy, entropy, and
mass balances. In addition, they have investigated how different environmental conditions
affect the process dependent variables and performance. Their results reveal overall energy
and exergy efficiencies for the integrated system of 55% and 18%, respectively. Under the
latter conditions, the system outputs include ~4 MW of cooling, ~13 MW of electricity,
~41 kg/s of DHW, ~73 kg/s of hot air for food drying, along with 1687 m3/day of freshwater.
Besides, their results show that the biomass combustion unit and PTCs system have the
highest exergy destruction levels in the system. Therefore, their decentralized renewable
energy-driven polygeneration system can potentially address several energy and water
demands from a coastal community. Table 1 presents the summary of topical research on
renewable energy-driven polygeneration systems based on MSF desalination.
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Table 1. Summary of topical research on integrated renewable energy-driven polygeneration and MSF desalination systems.
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system











- Integrated polygeneration system using
renewable energies
- Energy and exergy efficiencies are
calculated
- Power generation of 30.49 kW
- Energy efficiency of 13.93%











- For cooling of photovoltaics, the boiling
heat transfer is evaluated
- Comprehensive performance and
parametric investigations are performed
over the system
- Elimination of impact of brine discharge









- Use of H2-O2 combustor and TES for
stable operations
- Overall energy efficiency of 50%






and cooling Solar PTC with TES
- Overall PTCs area of 100,000 m2
- The system generates 583.3 kW of
electricity, 4284 kW of cooling, and
1140 m3 of desalinated water per day
- Overall energy efficiency of 34.54%






hot water, and food
storage
Solar and biomass
- The system promotes a decentralized
EWF nexus approach in coastal
communities
- Overall energy efficiency of 55%
- Overall exergy efficiency of 18%
Abbreviations: EWF, Energy-Water-Food; MSF, multi-stage flash; PTC, parabolic trough collectors; TES, thermal energy storage.
5.2. Integrated Polygeneration and MED Desalination Systems
Abdelhay et al. [80] have examined the thermo-economic aspects of a polygenera-
tion system consisting of a SPS, an ARS, and a MED desalination unit. The proposed
plant is driven by solar PTCs, and a natural gas-fired heater is used as backup energy
source. Figure 9 displays the schematic diagram of the integrated polygeneration plant
as proposed by the authors. The authors have performed a detailed plant simulation
using MATLAB software. They have also carried out a parametric analysis to assess the
effects of varying different operating and design parameters on the overall system energy
and exergy efficiencies. Finally, they have completed an economic evaluation in terms of
capital investment and operating expenses. Their results demonstrate that the proposed
integrated system could lead to the lowest unit water price (1.247$/m3) and unit cooling
price (0.003$/kWh), as well as the highest exergy efficiency (23.95%), in comparison with
the single and dual-purpose ARS-MED systems.
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Figure 9. Schematic diagram of the integrated polygeneration plant proposed by Abdelhay et al. [80]. The plant is composed
of a solar power system (SPS), multi-effect distillation (MED), and an absorption refrigeration system (ARS).
The integration of evacuated tube solar collectors (ETC) with a polygeneration and
ED desalination system has been studied by Calise et al. [81]. The authors have proposed
an optimization and dynamic analysis of the solar-driven polygeneration designed to pro-
duce heating, cooling, and freshwater. The thermo-economic analysis has been performed
by considering a polygeneration plant comprised by a MED unit for seawater desalination,
a si gle-effect water-lithium-bromide a sorption chiller (ACH) unit, a backup biomass
heater, balance-of-plant devices, heat exchangers, and tanks. The uthors have developed
a zero-dimensional dynamic simul tion model usi g the TRNSYS software under diff re t
strategi s to con rol the system. T eir results show a payback period of app oximately
3.5 years. On the other hand, their optimization method based on Design of Exp r ment
(DoE) pr sents a payback period of 2.4 years, by setting the total area of the solar collector’s
field equal 1200 m2, along with su mer/winter o tlet t mperatures of 95 ◦C/50 ◦C, and
the tank de d band temper ture of 2 ◦C.
oshgoftar Manesh [82] have evaluated the power, heating, and freshwa-
ter p oduction in a setting located in Qeshm Island, Iran. In their study, he polygeneration
system is co posed of a MED-TVC/RO desalination, a gas turbine unit, a ACH unit,
a d solar parabolic trough colle tors. The authors have performed comprehensive ex-
rgy, ex rgoecon mic, and exergoenvironmental analyses of a solar-based polygeneration
system. Their methodol gy is based on multi-objectiv genetic algorithm (MOGA), and
multi-objective water cycle algorithm (MOWCA). They ave concluded that setting the
inlet air in the cooling system up to the gas cycle temperature allows for reducing unwanted
impacts on the environmental conditions. Moreover, the integration of the MED unit with
the RO desalination system, together with the solar thermal collectors improves the overall
system performance.
Calise et al. [83] have carried out a dynamic thermo-economic analysis of integrated
solar-biomass polygeneration and desalination systems. They have evaluated the integra-
tion of two distinct solar thermal technologies into a polygeneration plant, namely ETC and
linear Fresnel reflector (LFR). The first plant layout embraces a single-effect water-lithium-
bromide ACH unit, a biomass auxiliary heater, a MED desalination unit, and ETCs. The
second one is based on LFRs, a MED desalination unit, a biomass auxiliary heater, and a
double- effect ACH unit. Both systems are able to provide space heating and cooling, DHW,
and freshwater. In their approach, the proposed polygeneration plants are simulated via a
zero-dimensional dynamic model in TRNSYS environment. Their results demonstrate that,
when MED is assisted by the biomass heater, the solar fraction for freshwater production
varies from 15% to 20% for the ETC-based system in some winter weeks, while there is no
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variation for the LFR-based system. As a result, their economic results reveal that ETCs are
more profitable than LRFs with payback periods of 4 to 5 years.
Ghorbani et al. [84] have proposed an integrated structure for bio-liquefied natural
gas (bio-LNG), freshwater, heating, and power production. Their solar-geothermal based
system is composed of an upgraded biogas system, MED desalination, solar PV panels, and
ORC. Their results show that the outputs of the hybrid system are 5.295 kg/s of bio-LNG,
2.773 kg/s of freshwater, and 840 kW of power. Their results also establish that the overall
system energy and exergy efficiencies are 73.22% and 76.84%, respectively. Still, the exergy
analysis indicates that the solar PV system has the highest rate of exergy destruction of
70.05%. Therefore, their study successfully demonstrates how the excess heat from the
integrated system can be used to drive both the MED desalination and power generation
in the ORC unit.
Ghorbani et al. [85] have performed a combined energy, exergy and economic eval-
uation of an integrated system composed of a cryogenic air separation unit, a ORC unit,
a LNG regasification unit, oxy-fuel power plant, and a MED desalination unit. Their
results reveal a thermal energy efficiency of 74.19% and an exergy efficiency of 91.73% for
the integrated system under consideration. Their economic analysis also shows a prime
cost of product equal to ~0.15 US$/kWh, a net benefit of 738.3 MMUS$ per year, and an
investment return period of around 3.2 years. Therefore, the use of energy from hot output
gas streams to operate both the MED desalination and power generation in the ORC unit
can also present economic benefits. Table 2 presents the summary of topical research on
renewable energy-driven polygeneration systems based on MED desalination.
Table 2. Summary of topical research on integrated renewable energy-driven polygeneration and MED desalination systems.
Reference Methodology Products RenewableEnergy Source Main Observations
Abdelhay et al. [80] Thermodynamic, exergy, andeconomic analysis
Power, freshwater,
and cooling Solar PTC
- Integrated SPS, MED, and ARS
- Increasing MED number of effects
- Lower steam temperature increases GOR
and PTC area





- Transient simulation of a polygeneration
plant based on evacuated tube collectors
- MED unit is driven by solar and biomass
energy
- Best economic scenario is determined by










and cooling Solar PTC
- Combined GT-absorption chiller-solar
PTC-MED-TVC-RO system
- Optimization based on MOGA and
MOWCA algorithms
- Results show an increase of 12.66% in
exergy efficiency
- The total cost and environmental impact
rate of the system decreased by 47.4$/h
and 49.2 pts/h, respectively







- Evaluation of the linear Fresnel and
evacuated solar collectors integrated
with thermal-driven desalination
technologies
- Payback period of 4 to 5 years
Processes 2021, 9, 210 18 of 29
Table 2. Cont.
Reference Methodology Products RenewableEnergy Source Main Observations








- Combined bio-LNG system, MED and
ORC
- PV and geothermal energy are used to
satisfy power and heating demands
- The hybrid system generates
- 5.295 kg/s of bio-LNG, 2.773 kg/s of
desalted water, and 840 kW of power
- The power consumption of the
liquefaction cycle is 0.1808 kWh/kg LNG
- Overall energy efficiency of 73.22%









and cooling Solar PTC
- 4E Dynamic analysis of a water-power
cogeneration plant, combined with solar
PTC and ACH
- Accurate thermodynamic analysis of
MED-TVC
- PTC is used for feedwater preheating
- Dynamic simulation of ACH for inlet air
cooling of the compressor
Abbreviations: ACH, absorption chiller; ARS, Absorption Refrigeration System; GOR, gained output ratio; LNG, liquefied natural gas;
MED, multi-effect distillation; MOGA, multi-objective genetic algorithm; MOWCA, multi-objective water cycle algorithm; ORC, organic
Rankine cycle; PTC, parabolic trough collectors; RO, reverse osmosis; STS, solar thermal system; TVC, thermal vapor compressor.
5.3. Integrated Polygeneration and HDH Desalination Systems
Some researchers have focused on integrating polygeneration and HDH desalination
systems to improve the plant performance, whilst delivering several outputs such as power,
space heating and cooling, and freshwater, to list but a few. In this way, Sahoo et al. [87]
have developed a hybrid solar-biomass polygeneration system aimed at generating multi-
ple outputs including power, space cooling, and freshwater. Thus, the proposed system
is composed of a multi-effect HDH desalination unit for freshwater production, hybrid
solar-biomass power plant for electricity production, and vapor absorption refrigeration
for cooling generation. The authors have performed a thermodynamic evaluation and
process optimization to identify the effects of different operating parameters on the poly-
generation system performance. Figure 10 depicts the schematic diagram of the hybrid
solar-biomass power plant with cooling and multi-effect HDH desalination as proposed by
the authors. Their results show that the electricity generation from polygeneration system
increases to 78.12%, when compared to the simple power plant operation. In addition, the
primary energy savings are 50.5% for the polygeneration system, while the overall exergy
efficiency is increased to 20.94% in comparison to the base case (i.e., simple power plant
operation). Therefore, their renewable energy-driven polygeneration system constitutes a
viable solution for decentralized applications.
Ghaebi et al. [88] have assessed the performance and optimization of an innovative
renewable energy-driven polygeneration and desalination system in terms of thermody-
namic and thermo-economic aspects. Their polygeneration system based on a geothermal
heat source is used for the simultaneous production of cooling, heating, power, and fresh-
water. The authors have considered the integration of an absorption refrigeration cycle, a
HDH desalination system, a Kalina power cycle, and domestic water heater unit. Their
optimal results present overall system energy efficiency of 94.84%, overall exergy effi-
ciency of 94.84%, and total unit cost of product of 89.95$/GJ. Rostamzadeh et al. [89] have
proposed a polygeneration system powered by a hybrid biogas-geothermal heat source.
The authors have performed an economic and environmental evaluation of the proposed
biogas-geothermal polygeneration system. Moreover, they have developed single and
multi-criteria optimization approaches to enhance the overall system performance. The
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obtained results reveal that the total cost of the products can be decreased by 3.7% through
optimization, whereas the thermal and exergy efficiencies are improved by 12.07% and
5.16%, respectively. Finally, their study includes a comprehensive sensitivity analysis based
on the key economic system parameters. Therefore, this study highlights the benefits of
combined polygeneration and desalination systems for areas with great availability of both
biogas and low-temperature geothermal heat.




Figure 10. Schematic diagram of the hybrid solar-biomass power plant with cooling and multi-effect humidification-de-
humidification (HDH) desalination proposed by Sahoo et al. [87]. 
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Figure 10. Schematic diagram of the hybrid solar-biomass power plant with cooling and multi-effect humidification-
dehumidification (HDH) desalination proposed by Sahoo et al. [87].
Abbasti et al. [90] have proposed a multi-criteria optimization approach for enhanc-
ing a renewable energy-driven polygeneration system. Their proposed plant includes a
hydrogen-based system, HDH desalination unit, and a thermoelectric generator. Hence, a
proton exchange membrane electrolyzer (PEME) is used to produce hydrogen, whereas
the HDH is applied for freshwater production. In their proposed polygeneration system, a
Kalina power cycle and a thermoelectric generator (TEG) are used to provide the electricity
required by the PEME system. The authors have performed an exergoeconomic analysis
to evaluate the recommended configurations. Their results indicate an overall exergy
efficiency for the optimal system configuration of 22.49%.
Li et al. [91] have si ulated dy a ically a solar-assisted polygeneration system for
pr ducing heat, power, and freshwater. Thus, their system int grates a solar thermal
power (STP) t wer pl nt, an absorption h at pump (AHP), and HDH desalination for
freshwater production. Their resu ts sh w that the proposed variabl operation m des
are suitable for flexible heating loads ranging from 93.76 to 169.49 kW. Still, the coefficie t
of performance (COP) in the AHP operat on pr ents a range of 1.39 to 1.73 due to the
restriction of recoverable condensate he t by heating demand. Their results also reveal that
the generation of freshwater by the HDH desalination unit increased from 352.05 kg/h to
416.62 kg/h, with a corr sponding elevation in t gained output ratio (GOR) from 2.48
to 2.67. Moreover, the maximum power production effic ency s increased from 18.66%
to 19.22%, hil power p oducti n rais s fr m 1169.69 to 1204.44 kW whe compared
to the STP tower plant. Table 3 prese ts the summary of topical research on renewabl
energy-driven polygeneration systems based on HDH d salination.
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Table 3. Summary of topical research on integrated renewable energy-driven polygeneration and HDH desalination systems.









- Analysis of combined Rankine cycle, VAR and
CAOW-WH-HDH
- LiBr-H2O is used as refrigerant
- Application of biomass with solar energy to deal
with periodicity of solar energy
- Heat from turbine applied for VAR cooling and
desalination
- Maximum energy efficiency of 49.35%









- Integrated Kalina, VAR, Heating, and CAOW-WH
HDH multi-system
- Multi-objective optimization applied to maximize
the energy and exergy efficiencies, and minimize
the total cost
- The system produces 3010 kW of electricity, kW of
cooling, 9527 kW of heating, and 8.923 kg/s of
freshwater
- Optimal thermal efficiency of 94.84%












- Combined Kalina, VAR, Heating, Hydrogen, and
CAOW-WH system
- The system produces 538.1 kW of heating, 1799 kW
of cooling, 443.4 kW of power, 0.2586 kg/s of
hydrogen, and 367.92 l/h freshwater
- The optimization improves thermal and exergy











- Two cogeneration systems are presented to the
integration of PEME and HDH units, Kalina cycle,
and TEG
- In the optimal design, the total exergy efficiency is
22.49%
Li et al. [91] Thermodynamicdynamic analysis
Heating, power, and
freshwater Solar
- Transient simulation of a solar polygeneration
system based on STP tower plant
- A case study is investigated based on 1 MW STP
plant in Beijing
- Integrated solar-driven AHP and HDH system is
compared to the base plant
- The maximum electricity generation efficiency is
increased from 18.66% to 19.22%
Abbreviations: AHP, absorption heat pump; CAOW, closed-air open-water; HDH, humidification-dehumidification; PEME, proton exchange
membrane electrolyzer; STP, solar thermal power; TEG, thermoelectric generator; VAR, vapor absorption refrigeration; WH, water-heated.
5.4. Integrated Polygeneration and RO Desalination Systems
El-Emam and Dincer [92] have comprehensively analyzed the thermodynamics of an
integrated solar-based polygeneration system using energy and exergy approaches. Their
recommended system is based on a heliostat solar system combined with a steam turbine.
Furthermore, the authors have considered a seawater RO desalination unit coupled to
an ACS unit. The desalination unit operates with energy recovery by utilizing a Pelton
turbine. Cooling, heating, freshwater, and hydrogen are outputs of the proposed system.
Their results show that the polygeneration system can meet the electric power demand of
4 MW, and provide additional 1.25 kg/h of hydrogen and 90 kg/s of freshwater. Another
solar-based polygeneration system consisting of a RO desalination unit, water heater,
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ORC, PV solar collectors, and a single-effect ACH have been analyzed by Rashidi and
Khorshidi [93]. First, the authors have performed an energy and exergy analysis of the
integrated system. Then, they have developed a multi-objective optimization approach
based on a differential evolution algorithm for obtaining the optimal design parameters. In
this regard, the minimization of total process cost, and maximization of exergy efficiency
have been considered as the objective functions. Still, the authors have applied a fuzzy
clustering approach for selecting the most favorable solution out of the Pareto-optimal ones.
Their simulation results have been compared with two other multi-objective optimization
algorithms. The authors have also carried out a sensitivity analysis to examine the impacts
of design parameters on system exergy efficiency and total cost rate.
Islam et al. [94] have performed a comparative energy and exergy analysis of an
integrated polygeneration system based on solar energy and two different configurations
of thermoelectric generators. Their first system layout integrates the output of the thermo-
electric generator with the parabolic solar collectors, while the second one incorporates the
thermoelectric generators between the ORC and solar heat exchanger. The authors have
assessed the effects of the distinct design configurations and operating conditions on the
overall energy and exergy efficiencies of the polygeneration system. Their findings suggest
that the work rate of turbines and thermoelectric generators can be improved by increasing
the mass flowrate of the solar heat fluid. In addition, the proposed systems are better than
the corresponding conventional ones in terms of thermoelectric generation.
Mouaky and Rachek [95] have evaluated a polygeneration system combining a solar
compound parabolic collectors (CPCs) field, a thermocline TES unit, biomass-fired boilers,
an ORC unit, a RO desalination unit, a hybrid air/water condenser, and a vapor compres-
sion cycle. The authors have examined the energy, exergy, and exergoeconomic indicators
of the polygeneration system. Still, they have considered a community of 40 households
located at a semi-arid region in Benguerir, Morocco, which is characterized by great solar
potential and brackish groundwater. Their results indicate that the polygeneration system
can be a suitable solution for the region, due to its ability to fulfill several demands at
once. Their system presents an annual biomass consumption of 342 T with an average solar
contribution of 20% (i.e., 20% of the total energy required by the ORC unit is provided
by the solar field). Moreover, the overall energy efficiency of the polygeneration system
ranges between 15% to 44%, while the corresponding exergy efficiency varies from 5% to
2.9%. Finally, the parametric economic evaluation carried out by the authors demonstrates
that considerable decreases in the cost of the solar field should be achieved to make the
aperture elevate economically viable.
Tan et al. [96] have studied the integration of RO desalination and indirect ocean
capture system to reduce carbon emissions. Their polygeneration system combines cooling,
heating, hydrogen chloride (HCl), CO2-absorbing brine, freshwater, and power generation.
The authors have developed a mixed-integer linear programming (MILP) model for the
optimal synthesis and operation of this type of system. Their model takes advantage of
multi-period formulation to account for the variations in product demands and electricity
prices in different time periods. They have also carried out a sensitivity analysis to study the
parametric system uncertainties. Their results reveal that the operation of the electrolysis
unit along with the demand for HCl storage depend on the electricity grid carbon footprint.
Siddiqui and Dincer [97] have developed an integrated polygeneration system based
on solar and geothermal energy for producing electricity, hydrogen, cooling, and freshwater.
Moreover, their system encompasses a cell subsystem with solar integrated ammonia fuel,
and a hydrogen generation system based on a proton exchange membrane. A RO desalina-
tion unit is used to produce freshwater. In addition, an ACS is applied for district cooling
by taking advantage of the existing waste heat of the system. The authors have presented a
thermodynamic evaluation of the proposed system through energy and exergy analyses.
Their results indicate overall energy and exergy efficiencies of 42.3% and 21.3%, respectively.
The results also show that the cooling system generator and geothermal flash chamber have
the highest rates of exergy destruction of 2370.2 kW and 643.3 kW, correspondingly.
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A comparison between the performances of a natural gas and renewable-based poly-
generation system have been presented by Al-Obaidli et al. [81]. In their study, the authors
have considered a hybrid solar-biomass polygeneration plant composed of combined
steam Rankine and gas Brayton cycles, a solar thermal cycle, an ACS, and a RO unit for
desalination. Their results indicate that the proposed system presents only slightly higher
efficiencies against the reference system (in which MSF substitutes the RO unit) on the
basis of cogeneration. Yet, when considering polygeneration, the proposed alternative
system presents increased overall energy and exergy efficiencies of 62.9% and 41.9%, re-
spectively. Table 4 presents the summary of topical research on renewable energy-driven
polygeneration systems based on RO desalination.
Table 4. Summary of topical research on integrated renewable energy-driven polygeneration and RO desalination systems.










- Development and assessment of a solar
heliostat-based polygeneration system
- Production of 4 MW of electric power, 1.25 kg/h






















- Analysis and evaluation of PTC based system
with thermoelectric generator
- Energy and exergy efficiencies of total system are
improved











- Analysis of a hybrid solar-biomass
polygeneration system
- A case study of a rural community in a semi-arid
climate is performed
- Overall energy efficiency of 8.25%
- Overall exergy efficiency of 3.89%
- Employing R1336mzz(Z) instead of R245-fa could







steam, HCl and CO2
Biomass
- Optimal design of negative emissions
polygeneration systems with desalination
- Desalination reject brine is treated to absorb and
react with CO2 in air
- A multi-period MILP model is proposed for the
optimal design of the system
- Sensitivity analysis regarding the capital cost and











- A solar and geothermal based multigeneration
system is combined with ammonia fuel cell
- Overall energy efficiency system of 42.3%






and district heating Biomass and solar
- Performance evaluation of a natural gas and
renewable energy-based desalination and power
generation
- Energy efficiency of 62.9%
- Exergy efficiency of 41.9%
Abbreviations: DHW, domestic hot water; MILP; mixed-integer linear programming; ORC, organic Rankine cycle; PTC, parabolic trough
collectors; PV, photovoltaic; RO, reverse osmosis.
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5.5. Other Integrated Polygeneration and Desalination Systems
Ayou et al. [98] have developed a numerical modelling approach to investigate the
energy and exergy performance of a renewable energy-driven polygeneration system.
Their polygeneration system integrates an ammonia/water absorption power-refrigeration
system driven by an evacuated flat plate solar collectors’ field and a biomass-fired backup
boiler, and a desalination system based on permeate/conductive-gap membrane distillation
modules. Thus, the polygeneration system is designed to provide the energy needed for
space cooling, electricity, and freshwater. Figure 11 displays the schematic diagram of the
hybrid solar-biomass polygeneration system proposed by the authors. Ayou et al. [98]
have evaluated the overall energy and exergy efficiencies of the a decentralized small-scale
polygeneration plant by accounting for the weather conditions of a typical location in
Spain, which presents high abundance of solar irradiation, high cooling demands, and
great potential for freshwater shortages. Their results show that the system is able to
produce up to 130 kW of cooling load capacity at 11 ◦C, 6.4 kW of net electrical power,
and 41.4 m3/day of freshwater depending on the average local weather conditions. In
addition, the overall system exergy and resource utilization efficiencies are equal to 6.9%
and 44.2%, respectively. Their results also reveal that the implementation of an integrated
solar-biomass-driven absorption refrigeration system and membrane desalination system
can increase the efficiency of the whole thermal energy conversion process. Furthermore,
this may result in a cost-effective utilization of solar thermal installation, especially in areas
where desalination is necessary.




Figure 11. Schematic diagram of the hybrid solar-biomass polygeneration system, as proposed by Ayou et al. [98]. 
6. Conclusions 
Sustainable production of both freshwater and energy is vital for the continuous de-
velopment of modern societies. For this reason, considerable research has been carried out 
over the last few decades to investigate alternatives for addressing ever-increasing water 
and energy demands while protecting the environment. Integrated decentralized pol-
ygeneration and desalination systems have emerged as a suitable solution for remote ar-
eas, particularly when assisted by renewable energy sources. Within this framework, this 
review addresses the most recent developments in integrated renewable energy-driven 
decentralized polygeneration systems considering thermal and membrane desalination. 
Thus, polygeneration systems coupled to MSF, MED, HDH, and RO desalination technol-
ogies are outlined as an effective and sustainable alternative for freshwater production, 
mainly in isolated locations and communities. In addition to freshwater production, pol-
ygeneration plants accounting for electricity, space heating and cooling, domestic hot wa-
ter, among other useful outputs, are reviewed in this paper. Furthermore, different renew-
able energy resources are considered, such as solar, biomass, geothermal, ocean, wind, 
and hybrid renewable energy systems. Special attention is given to the most innovative 
approaches for modelling, design, simulation, and optimization of decentralized inte-
grated polygeneration and desalination plants especially aimed at improving energy, ex-
ergy, and thermo-economic system performance. 
The literature reviewed shows that comprehensive energy, exergy, and thermo-eco-
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ygeneration and desalination systems. Uncertain factors can include fluctuating scenarios 
of renewable energy production due to intermittency in weather conditions, biomass 
availability, variable energy and water demands throughout different time periods, to 
Figure 11. Schematic diagram of the hybrid solar-bioma s p eneration system, as proposed by Ayou et al. [98].
6. Conclusions
Sustainable production of both freshwater and energy is vital for the continuous
development of modern societies. For this reason, considerable research has been carried
out over the last few decades to investigate alternatives for addressing ever-increasing
water and energy demands while pro cting the environment. Integrated d centralized
polygeneration and desalination systems have emerged as a suitable solution for remote
areas, particularly when assisted by renewable energy sources. Within this framework, this
review addresses the most recent developments in integrated renewable energy-driven
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decentralized polygeneration systems considering thermal and membrane desalination.
Thus, polygeneration systems coupled to MSF, MED, HDH, and RO desalination tech-
nologies are outlined as an effective and sustainable alternative for freshwater production,
mainly in isolated locations and communities. In addition to freshwater production, poly-
generation plants accounting for electricity, space heating and cooling, domestic hot water,
among other useful outputs, are reviewed in this paper. Furthermore, different renewable
energy resources are considered, such as solar, biomass, geothermal, ocean, wind, and
hybrid renewable energy systems. Special attention is given to the most innovative ap-
proaches for modelling, design, simulation, and optimization of decentralized integrated
polygeneration and desalination plants especially aimed at improving energy, exergy, and
thermo-economic system performance.
The literature reviewed shows that comprehensive energy, exergy, and thermo-economic
analyses are imperative for enhancing energy, exergy, and economic performance of inte-
grated renewable energy-driven polygeneration and desalination systems. Still, advanced
exergy-related approaches including exergoeconomic and exergoenvironmental analysis
tools present great potential to more accurately appraise the corresponding system eco-
nomic and environmental performances. Nevertheless, the pertaining literature is still
quite limited regarding the development of multi-objective optimization approaches to
simultaneously assess energy, exergy, economic, and environmental system performances.
The application of multi-objective optimization methodologies would enable to evaluate
trade-offs between different optimization objectives, whilst enhancing the system energy
and/or exergy efficiency. In addition, more precise modelling and optimization approaches
should be developed to account for distinct sources of uncertainty in polygeneration and
desalination systems. Uncertain factors can include fluctuating scenarios of renewable
energy production due to intermittency in weather conditions, biomass availability, vari-
able energy and water demands throughout different time periods, to name but a few.
Finally, further developments in integrated renewable energy-driven polygeneration and
desalination system will certainly be driven by more appealing policies and stricter environ-
mental impact regulations, together with technological advancements in energy conversion,
efficiency, and storage.
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ACS Absorption cooling system
AD Adsorption desalination
AH-HDH Air-heated humidification-dehumidification
AHP Absorption heat pump
ARS Absorption refrigeration system
BR Brine recirculation
BWD Brackish water desalination
CAOW Closed-air open-water
COP Coefficient of performance
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CPC Compound parabolic collector
CPV Concentrated photovoltaic
CPVT Concentrated photovoltaic thermal
CSP Concentrated solar power
DHW Domestic hot water
DoE Design of Experiment
DSG Direct steam generator
ETC Evacuated tube solar collectors
EWF Energy-water-food nexus
GOR Gained output ratio
HCl Hydrogen chloride
HDH Humidification-dehumidification
IEA International Energy Agency
LFR Linear Fresnel reflectorxxxx
LNG Liquefied natural gas
MED Multi-effect distillation
MILP Mixed-integer linear programming
MOGA Multi-objective genetic algorithm
MOWCA Multi-objective water cycle algorithm
MSF Multi-stage flash
MVC Mechanical vapor compression
NG-CS Natural gas-compressor station
OACW Open-air closed-water
OAOW Open-air open-water
ORC Organic Rankine cycle
OT Once through
OTEC Ocean thermal energy conversion
PEME Proton exchange membrane electrolyzer
PRO Pressure retarded osmosis




STP Solar thermal power
SWD Seawater desalination
TEG Thermoelectric generator
TBT Top brine temperature
TES Thermal energy storage
TTD Total temperature difference
TVC Thermal vapor compression
VAR Vapor absorption refrigeration
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